
NOTES

DETAIL "B"

DETAIL "A"

PLAN

TOWER
FOUNDATION 

1.  ALL STEEL PLATES PER ASTM A36.

2. ALL STEEL TUBES PER ASTM A36 OR EQUAL.

3.  ALL STEEL FLATE BAR PER ASTM A36.

4.  ALL STEEL ANGLES PER ASTM A36.

5.  ALL ANCHOR BOLTS PER ASTM A307 & GALVANIZED PER ASTM A153.

6.  ALL ANCHOR BOLT NUTS PER ASTM A563 GRADE 1H OR ASTM 194 GRADE 2H.

7.  ALL WELD FILLER MATERIAL PER ER70S-3, AWS 5.18.

8.  ALL BOLTS PER ASTM A325 & GALVANIZED PER ASTM A153.

9.  FABRICATE STRUCTURE TO SUPPORT THE DESIGN CRITERIA OF 

10.  CONCRETE FOUNDATION PER ACI 301 & ACI 318 CONCRETE Fc = 3,000 PSI MIN.

11.  REBAR Fy = 60,000 PSI MIN.

12.  ALL WELDING PER AWS D1.1.

13.  ENTIRE STRUCTURE TO BE GALVANIZED PER ASTM A153 AFTER FABRICATION.  

SEE DETAIL "A"

RPU ENCLOSURE

3" DIA. RIGID

 NON-METALLIC

CONDUIT
3" DIA. RIGID

NON-METALLIC

CONDUIT

STEEL TOWER

NON-SHRINK GROUT (Fc = 5,000 PSI)

4" OF COVER

�" DIA. ANCHOR BOLT

WITH NUTS & WASHERS

16 PIECES, LENGTH 1’ -10�"

(TYP. 4 PIECES NUTS FOR

EACH BOLT)

2" X 2" X�" 16 PIECES

EMBEDED PLATE 

(TYP.)

6" X 6" X 1" STEEL PLATE

4 PIECES

APPROX. 54 CU . FT. OF 

MIN. 3,000 PSI CONCRETE

SEE DETAIL "B"

HINGE POINT

TRIANGULAR PLATE �" THICK

2 PIECES WELDED TO 12" X 18�"

STEEL PLATE IN TRUSS

STEEL TOWER

SEE CONCRETE FOUNDATION

DETAILS

WINCH FOR GALVANIZED

WIRE ROPE CABLE

6 X 19 IWRC �"

�" DIA. HOLES

FOR �" DIA. ANCHOR

BOLTS (TYP.)

1" THICK

STEEL PLATE

1�" X �" FLAT STOCK TOP 20’

1�" X �" BOTTOM 10’

4 MAIN ANGLE STEEL

L 3" X 3" X �" TOP 20’

4 MAIN ANGLE STEEL

L 3" X 3" X �" BOTTOM 10’

2" X 2" X �" STEEL. TUBE 

HORIZONAL LACING, 8 PIECES

WELDED TO TOWER AND

4" X 4" X �" TUBE

FIXED POLE 4" X 4" X �"

STEEL TUBE

3’-0"

3’-0"

 4�"

9"

9"

9"

4�"

4�" 9" 9" 9" 4�"

6’-0"

4’-6"

8" C/C

SPACING

4" C/C

SPACING

1’-6"

30’-0"

10’-0" FROM 

TOP OF

6" X 6" X 6"

STEEL PLATE

5’-6�"

1’-3"

1’-0"

(TYP.)

4" C/C

(TYP.)

  6"

SQUARE

2�" 

(TYP.)

1’-5"
3"
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NEW JERSEY DEPARTMENT OF TRANSPORTATION
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ITS DETAILS

NOT TO SCALE
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ROADWAY WEATHER INFORMATION

SYSTEM, WEATHER STATION
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#22 REBAR VERTICAL WITH 9" CC SPACING, 

#13 REBAR HORIZONTAL WITH ALL SIDES

  2009 AASHTO STANDARD SPECIFICATIONS FOR STRUCTURE SUPPORTS. 

14.  ALL REBARS ARE DESIGNATED IN SOFT METRIC BAR SIZES. 
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